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INTERCONNECT CABLE AND
CONDUIT JUNCTION BOX

462

SIDEWALK GRADE

I/C CABLE
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2" RADIUS OR LARGER

PVE CONDUIT

TYPE 7

JUNCTION BOX

MINIMUM BEND

RADIUS 24"

NOTES:

1. CONDUIT PLACEMENT SHALL

FACILITATE 2' - 0" MINIMUM

CABLE BEND.

2. STANDARD DETAIL 464 FOR

JUNCTION BOX IN SOFT AREAS.
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